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To whom it may concern 
 
QUOTE:  FLOATING PUMP:  FIRE & RESCUE SERVICES 
 
Quotations are hereby called for the supply and delivery of a floating pump for the 
Fire Services. 
 
The items quoted on must meet the following specifications: 
 
1. Floating pump 
 
            PUMP: 

 Centrifugal single stage die-cast aluminium body 
 Open cast iron impellor that will handle dirty water 
 Replaceable, steel, deep galvanised, wear plate 
 Suction: male instantaneous aluminium coupling 
  Delivery: female instantaneous aluminium coupling 
 Strainer: Aluminium clip on with fine screen to allow pumping to 20mm water 

depth with  British type instantaneous female coupling 
 Directly mounted to engine crankcase. 
 Couplings will make provision to be connected to a 64mm diameter hose on 

the delivery side and the suction side will provide sufficient water to supply 
delivery 
 
FLOAT:  

 Computer designed roto-moulded in robust light weight polyethylene UVI 
resistant with perfect balance and unsinkable. 
 
ENGINE: 

 GVC-160-4 stroke overhead cam-shaft 4.1 kw vertical shaft petrol engine 
with recoil starter. 

 
 
 

 



PUMP PROTECTION: 
 A unique specially designed throttle control to be fitted to the engine governor 

in that if the water flow stops due to lack of water or pipe/strainer blockage 
from dirt or closed delivery valve, the mechanism will bring the engine to idle 
or stop the engine. This system protects the pump and mechanical seal from 
possible damage and the engine from over-speed and also possible damage. 
 
CARRY HANDLES: 

 Two handles manufactured from galvanised steel. 
 
WEIGHT: Dry 29kg 
 

            DIMENSIONS: * Length -980mm * Width-640mm * Height-490mm  

Pumps should deliver a 1000 litres per minute at 3 bar with 75mm intake 
opening. 
 
 
All interested parties must be featured on the municipalities’ Vendor List. Detailed 
specifications on all items quoted must be attached. Valid originally certified Tax 
Clearance Certificates and BBBEE Certificates must also be attached. 
 
The Deputy Director: Fire & Rescue Services reserves the right to cancel any order if 
the quality of the product or standards is compromised. 
 
Quotations will close on Monday 14 July 2014 at 12:00 and must be submitted at 
the Fire Station in Lilian Ngoyi Street in Middelburg. No faxed or emailed quotations 
will be accepted. All quotations must be clearly marked Supply and delivery of 
Floating Pump: FIRE SERVICES. 
 
For any queries please contact Mr E.E James on 013-2497270. 
 
 
Yours faithfully, 
 
 
A.T MASHILOANE 
 ACTING DEPUTY DIRECTOR: FIRE & RESCUE SERVICES 
 
 
 
 


